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WARNING TAPE
I SECONDARY  _1
PRIMARY CONDUITS
= CONDUIT 36" MIN. RADIUS
SECTION A-A
NOTES:
1. PEDESTAL TO BE FURNISHED BY REU
AND INSTALLED +/— 1/8” LEVEL BY CUSTOMER
2. CUSTOMER TO PROVIDE AND INSTALL WARNING TAPE FOR ALL
PRIMARY CONDUIT.
3. CUSTOMER TO INSTALL PULL STRING IN ALL CONDUIT
PREPARED BY: KDB FIBERGLASS PEDESTAL SCALE: NONE
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ROCKWOOD ELECTRIC UTILITY PAD—MTD TRANSFORMER UGS —
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ROCKWOOD, TN 37854




